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CASCADE COUNTY -
JUVENILE DETENTION CENTER ADDITION

1600 26TH ST. S
GREAT FALLS, MT 59405

REVISION SCHEDULE

# DESCRIPTION DATE



A1.1

CM99 20'

WF 2

WF 4

WF 3
BM99

CPT - 1

Name 101

WF 1

CEILING HEIGHT

BASE MATERIAL

FLOOR FINISH

COMMENTS

CEILING MATERIAL

NORTH WALL FIN.

WEST WALL FIN.

SOUTH WALL FIN.

EAST WALL FIN.

DISCIPLINE

DISCIPLINE SECTION

SHEET TITLE

1 View Name
1/8" = 1'-0"

DETAIL TITLE
DETAIL NO. ON SHEET

DETAIL SCALE

VIEW / SHEET REFERENCE

1

A1.1

SIM

A1.1

1

SIM

A1.1

VIEW NO.

SHEET NO.

VIEW NO.

SHEET NO.

A

B

C

D

SECTION DETAIL CALL-OUT DETAIL ELEVATION

DRAWING REFERENCE

PROJECT SYMBOLS

TAG REFERENCE

Room name

101
1t

101
1t 1i

A

ROOM TAG DOOR TAG WINDOW TAG WALL TAG

1

PROJECT GRID

ROOM FINISH TAG

0

DEMO FLAG
NOTE

Name
Elevation

SPOT ELEVATION/
PROJECT LEVEL

HISTORIC BUILDING

ADDITION

EXISTING BUILDING CODEALTERATION LEVEL

CHANGE OF OCCUPANCY

REPAIR

NEW BUILDING

02 PROJECT TYPE: (CHECK ALL THAT APPLY.) 03 WORK INVOLVED: (CHECK ALL THAT APPLY.)

04 APPLICABLE BUILDING CODES:

CHAPTER 12 COMPLIANCE 
ALTERNATIVES

ABATEMENT/ENVIRONMENTAL

ELECTRICAL

FIRE ALARM SYSTEMSPLUMBING

MECHANICAL

STRUCTURAL

GENERAL CONSTRUCTION

SPRINKLERS

ELEVATOR

SITEWORK

OTHER

05 FIRE SAFETY ITEMS:

06 BUILDING/PROJECT USE:

07 OCCUPANCY CLASSIFICATION: 08 CONSTRUCTION CLASSIFICATION:

01 GENERAL 

INSTITUTIONAL

HIGH HAZARD

MERCANTILEEDUCATIONAL

FACTORY & INDUSTRIAL

BUSINESS

ASSEMBLY

TYPE IV

TYPE III-B

TYPE VTYPE II-A

TYPE II-B

TYPE I-B

TYPE I-A

STORAGE

RESIDENTIAL

UTILITY/MISC,

THIS PROJECT ENTAILS THE ADDITION OF A 36' x 26' CLASSROOM ON THE END OF EACH WING.
THE ROOMS WILL BE SPRINLED AND HAVE THE ABILITY TO BE CLOSED OFF. THE PROJECT WILL
ALSO INVOLVE THE RE-ROOF OF THE ENTIRE BUILDING.

2

2012 INTERNT'L EXISTING BUILDING CODE

2012 INTERNATIONAL BUILDING CODE

2012 UNIFORM PLUMBING CODE

2012 INTERNATIONAL MECHANICAL CODE

2012 INTERNATIONAL FUEL GAS CODE

BUILDINGS ARE FULLY SPRINKLERED

I-3

PROJECT TEAM

OWNER:

ARCHITECTURAL: NELSON ARCHITECTS, LLC
621 2ND AVENUE NORTH
GREAT FALLS, MONTANA 59401
P: 406-727-3286
CONTACT:  TYSON KRAFT, AIA

DALE NELSON, AIA   

STRUCTURAL:

MECHANICAL:

ELECTRICAL:

LACY & EBELING ENGINEERING INC.
1/2 320 CENTRAL AVE.
GREAT FALLS, MONTANA 59401
P: 406-761-1088
CONTACT:  BEN AAKRE, PE  

CASCADE COUNTY
121 4TH ST. NORTH #2H-2I
GREAT FALLS, MONTANA 59401
P: 406-454-6920
CONTACT:  BRIAN CLIFTON - PLANNING 

EVERSON CORDEIRO ENGINEERING
12 6TH ST. S.
GREAT FALLS MT, 59405
P: 406-761-4057
CONTACT:  BUD EVERSON, PE

EVERSON CORDEIRO ENGINEERING
12 6TH ST. S.
GREAT FALLS MT, 59405
P: 406-761-4057
CONTACT:  CHRIS CORDEIRO  

CIVIL: BIG SKY CIVIL & ENVIRONMENTAL ENGINEERS OF MONTANA
1324 13TH AVE SW
GREAT FALLS, MONTANA 59404
P: 406-727-2185
CONTACT:  JOE MURPHY, PE  
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PROJECT LOCATION

BASE BID & ALTERNATE BID ITEM (ABI) NOTES:

THIS PROJECT HAS BEEN DIVIDED INTO ONE BASE BID AND ADDITIONAL ALTERNATIVES TO ACCOMMODATE ACHIEVABLE 
CONSTRUCTION WORK WITH THE CURRENT AVAILABLE FUNDS, THE ABI NUMBERING DOES NOT INDICATE THE ORDER OF AWARD. 
SEE CONSULTANT SHEETS FOR ADDITIONAL INFO.

BASE BID: CLASSROOM ADDITIONS
SUM OF WORK INCLUDES ALL LABOR, MATERIALS, AND 
EQUIPMENT FOR THE COMPLETE CONSTRUCTION OF EACH 
CLASSROOM AND AFFECTED SITE WORK. PARTIAL 
SIDEWALK, ASPHALT, AND CURB AND GUTTER WILL BE 
REPLACED IN THE BASE BID. AS WELL AS UPDATED 
DRAINAGE FOR THE SITE. SEE CIVIL DRAWINGS FOR SITE 
BASE BID

ABI #1: NEW OVER-FRAMED ROOFS 
SUM INCLUDES ALL LABOR, MATERIALS, EQUIPMENT, AND 
DEMOLITION FOR THE COMPLETE CONSTRUCTION OF EACH 
OVER-FRAMED ROOF. THESE ARE LOCATED AT ALL 
EXISTING MEMBRANE FLAT ROOFS. EXISTING FINISHES WILL 
BE REMOVED. SEE DRAWINGS FOR EXTENT.

ABI #2: EXISTING METAL ROOF REPLACEMENT
SUM INCLUDES ALL LABOR, MATERIALS, EQUIPMENT, AND 
DEMOLITION FOR THE COMPLETE REPLACEMENT OF THE 
EXISTING METAL ROOF WITH A NEW METAL ROOF.

ABI #3: SELECT SIDEWALK AND ASPHALT REPLACEMENT
SUM INCLUDES ALL LABOR, MATERIALS, EQUIPMENT, AND DEMOLITION FOR THE COMPLETE CONSTRUCTION OF THE PARKING 
LOT AND SIDEWALK NOT INCLUDED IN THE BASE BID AS INDICATED ON THE CIVIL AND SITE DRAWINGS

ABI #1

BASE BID

ABI #2

SHEET INDEX

SHEET # SHEET NAME

00 - Cover Sheet

CVR COVER SHEET

01 - General

G1.1 PROJECT INFORMATION

G1.2 ADA DETAILS

02 - Civil

C1 SITE AMP

C2 DETAILS

03 - Site Plan

SP1.1 SITE & LANDSCAPING PLAN

04 - Structural

S1.0 GENERAL NOTES

S1.1 GENERAL NOTES

S2.0 FOUNDATION PLAN

S2.1
STRUCTURAL ROOF FRAMING PLAN
ADDITIONS

S3.0 STRUCTURAL SECTIONS

S3.1 STRUCTURAL SECTIONS AND DETAILS

S3.2 STRUCTURAL TRUSS DETAILS

S4.0
PARTIAL ROOF FRAMING PLAN AND
OVERBUILD

S4.1
PARTIAL ROOF FRAMING PLAN AND
OVERBUILD

S4.2
PARTIAL ROOF FRAMING PLAN AND
OVERBUILD

05 - Demolition

D1.1 DEMO PLAN - LEVEL 1

06 - Architectural

A1.1 OVERALL FLOOR PLANS

A1.2 ENLARGED PLANS & DETAILS

A1.3
ENLARGED FINISH PLAN & REFLECTED
CEILING PLAN

A4.1 ROOF PLAN

A5.1 BUILDING & WALL SECTIONS / DETAILS

A6.1 EXTERIOR ELEVATIONS

A7.1 INTERIOR ELEVATIONS

A8.1 DOOR SCHEDULE / WINDOW TYPES

07 - Mechanical

M1.0 MECHANICAL SPECS

M2.0 PLUMBING PLANS

M3.0 HVAC PLANS

M4.0 SCHEULDES & DETAILS

08 - Electrical

E0.0 ELECTRICAL REQUIREMENTS

E1.0 ELECTRICAL PLANS

E2.0 ELECTRICAL PLANS
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GENERAL ABBREVIATIONS

ABBREVIA
TION DESCRIPTION

PT PAINT

PLAM PLASTIC LAMINATE

PLY GENERALPLYWOOD

PRE-FIN PREFINISHED

PVC POLYVINYL CHLORIDE

QTY QUANTITY

RB RUBBER BASE

REF REFERENCE

REINF REINFORCE (ED,ING)

REV REVISION

RO ROUGH OPENING

SC SOLID CORE

SCW SOLID CORE WOOD

SCHED SCHEDULE

SHT SHEET

SIM SIMILAR

SPEC'D SPECIFIED

SPEC SPECIFICATIONS

SQ SQUARE

STD STANDARD

STOR STORAGE

STRUCT STRUCTURAL (DWGS, SPECS)

SYS SYSTEM

SV SHEET VINYL

TD TRENCH DRAIN

TEL TELEPHONE

T&G TONGUE AND GROOVE

TOW TOP OF WALL

TO TOP OF ...

TYP TYPICAL

UNFIN UNFINISHED

UNO UNLESS NOTED OTHERWISE

VB VAPOR BARRIER

VCT VINYL COMPOSITE TILE

VER VERIFY

VERT VERTICAL

VIF VERIFY IN FIELD

WC WATER CLOSET

WD WOOD

W/D WASHER AND DRYER

WB WOOD BASE

WH WATER HEATER

W/ WITH

W/O WITHOUT

GENERAL ABBREVIATIONS

ABBREVIA
TION DESCRIPTION

FO FACE OF ...

FOC FACE OF CONCRETE

FOS FACE OF STUD

FP FIRE PROOF

FR FIRE RATED

FRP FIBERGLASS REINFORCED
PLASTIC

FTG FOOTING

FUR FURRED (ING)

GA GAUGE

GT GENERAL CONTRACTOR

GWB GYPSUM WALL BOARD

HC HOLLOW CORE

HM HOLLOW METAL

HOR HORIZONTAL

HTG HEATING

HVAC HEATING VENTILATION AIR
CONDITIONING

INCL INCLUDED

ID INSIDE DIAMETER

INSUL INSULATION

INT INTERIOR

JT JOINT

LAV LAVITORY

MAT'L MATERIAL(S)

MAX MAXIMUM

MBR MEMBER

MECH MECHANICAL (DWGS,SPECS)

MFR MANUFACTURER

MIN MINIMUM

MISC MISCELLANEOUS

MTL METAL

NIC NOT IN CONTRACT

NOM NOMINAL

NTS NOT TO SCALE

OC ON-CENTER

OPNG OPENING

OPP OPPOSITE

OS OUTSIDE DIAMETER

O/ OVER

OSCI OWNER SUPPLIED CONTRACTOR
INSTALLED

OSOI OWNER SUPPLIED OWNER
INSTALLED

GENERAL ABBREVIATIONS

ABBREVIA
TION DESCRIPTION

AB ANCHOR BOLT

ABI ALTERNATE BID ITEM

AC ACOUSTICAL

ACCESS ACCESSIBLE

ACT ACOUSTICAL CEILING TILE

ADJ ADJUSTABLE

ALT ALTERNATE

ARCH ARCHITECT(URAL)

BLDG BUILDING

BLKG BLOCKING

BM BENCH MARK

BIM BUILDING INFORMATION
MODELING

BOS BOTTOM OF STRUCTURE

BO BOTTOM OF ...

CAB CABINET

CJ CONTROL JOINT

CLG CEILING

COL COLUMN

CONC CONCRETE

CONST CONSTRUCTION

CONT CONTINUOUS

CONTR CONTRACTOR

CPT CARPET

DEMO DEMOLISH, DOMOLITION

DF DRINKING FOUNTAIN

DIA DIAMETER

DIM DIMENSION

DTL DETAIL

DWG DRAWING

ELEV ELEVATION

EQ EQUAL

EST ESTIMATE

EXIST EXISTING

EXP EXPOSED

EXPJT EXPANSION JOINT

EXT EXTERIOR

FA FIRE ALARM

FBO FURNISHED BY OWNER

FD FLOOR DRAIN

FE FIRE EXTINGUISHER

FEC FIRE ALARM CABINET

FIN FINISH (ED,ING)

FLR FLOOR

GENERAL PROJECT NOTES

NOTE # DESCRIPTION

1 GENERAL CONTRACTOR SHALL VERIFY DIMENSIONS AND CONDITIONS OF EXISTING BUILDING.

2 THE TERM "CONTRACTOR" REFERS TO THE GENERAL CONTRACTOR UNLESS OTHERWISE NOTED.

3 ALL SHOP DRAWING DIMENSIONS TO BE CHECKED AND VERIFIED IN THE FIELD BY THE CONTRACTOR WHO WILL BE RESPONSIBLE
FOR SAME.

4 GENERAL CONTRACTOR IS RESPONSIBLE FOR PATCHING OF ALL HOLES OR DAMAGE ENCOUNTERED IN WORK DONE BY HIMSELF OR
ANY OTHER TRADE OR CONTRACTOR.

5 GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR THE COMPLETE REPAIR AND REFINISHING OF ALL WORK TO MATCH EXISTING
CONDITIONS AS A RESULT OF NECESSARY CUTTING, PATCHING, OR DEMOLITION BY ALL TRADES WHILE PERFORMING THE WORK.

6 GENERAL CONTRACTOR TO PROVIDE ALL REQUIRED BLOCKING, ANCHORAGES FOR ACCESSORIES, MILL WORK, TRIM, GRAB BARS,
MECHANICAL, AND ELECTRICAL ITEMS.

7 CONSTRUCTION LIMIT LINE IS APPROXIMATE, ACCESS TO OTHER AREAS AS REQUIRED BY WORK IS ACCEPTABLE BY APPROVAL OF
ARCHITECT AND OWNER.

8 IN GENERAL, REPETITIVE FEATURES DRAWN TO MORE THAN ONE SCALE ARE SHOWN IN FULL ONLY ONCE AND REPETITIONS ARE NOT
COMPLETED IN EVERY DETAIL AS SHOWN IN ORIGINAL INSTANCE.

9 DETAILS WHICH OCCUR BOTH RIGHT AND LEFT HAND ARE SHOWN ONLY ONCE.

10 PARTITIONS ARE LOCATED BY ONE OF THE FOLLOWING METHODS: A)WHERE POSSIBLE, BY RELATIONSHIP ADJACENT TO STRUCTURE.
B)TYPICAL RELATIONSHIP TO LARGE SCALE DETAILS. C)BY DIMENSION FROM STRUCTURE OR PARTITION ALREADY LOCATED.

11 METAL CORNER BEAD/ 'J' MOULD AROUND ALL EDGES OF GYPSUM BOARD WALLS ABUTTING OTHER MATERIALS. LEAVE 1/4" GAP
FROM WALL FOR SEALANT.

12 WHERE COLUMNS AND STUD WALLS ALIGN, GYPSUM BOARD TO BE CONTINUOUS OVER COLUMNS.

13 GYPSUM BOARD IN TOILET AND SHOWER AREAS TO BE W.R. GYPSUM BOARD.

14 WHERE CONDITION OF FINISH ARISES THAT NO DETAIL OR NOTE COVERS, MATCH DETAILS TO EXISTING SITUATION OF SIMILAR
CONDITION.

15 RUBBER BASE SHALL BE INSTALLED ON ALL GYPSUM BOARD WALLS AND TOE SPACE, UNLESS OTHERWISE DETAILED OR
SCHEDULED.

16 PATCH FLOORS AS REQUIRED TO LEAVE LEVEL, SMOOTH SURFACE REQUIRED FOR INSTALLATION OF FLOOR FINISH.

17 SEAL OPENINGS IN FLOOR AROUND DUCTS, PIPES, VENTS, SOIL-PIPES, TRAPS, CONDUIT, ETC.

18 ALL PENETRATIONS THROUGH WALLS ABOVE CEILING AND BELOW STRUCTURE ARE TO BE CLOSED TIGHT AROUND PENETRATION.
CONTRACTOR TO COORDINATE.

19 ALL MECHANICAL AND ELECTRICAL LINES TO BE INSTALLED TIGHT TO STRUCTURE WHERE POSSIBLE IN ALL INSTANCES.

20 GENERAL CONTRACTOR TO PROVIDE ALL CONCRETE PADS NECESSARY FOR MECHANICAL AND ELECTRICAL.  LOCATION TO BE
PROVIDED AS NECESSARY BY MECHANICAL AND ELECTRICAL SUBCONTRACTORS.

21 IN PAINTED OR FINISHED ROOMS, ALL HORIZONTAL AND VERTICAL PIPING AND CONDUITS SHALL BE FURRED TO MATCH ROOM FINISH
AS INDICATED OR SCHEDULED.

22 WHEN DUCT WORK, PIPES, AND MECHANICAL UNITS ARE EXPOSED IN PAINTED ROOMS, THEY SHALL BE PAINTED AS DIRECTED BY
ARCHITECT.

23 PAINT ALL EXPOSED STEEL UNLESS OTHERWISE NOTED.

24 HEATING, PLUMBING, AND ELECTRICAL PLANS WHERE SHOWN DIAGRAMMATICALLY ARE INTENDED TO INDICATE CAPACITY, SIZE,
LOCATION, AND GENERAL ARRANGEMENTS.  ALL NECESSARY FEATURES OF CONSTRUCTION WILL BE REQUIRED AS SHOWN IN DETAIL.

25 WHERE MECHANICAL AND ELECTRICAL EQUIPMENT LOCATIONS CONFLICT WITH ELECTRICAL FIXTURES LOCATION, ELECTRICAL
FIXTURES LOCATION SHALL TAKE PREFERENCE.

26 WHERE PLUMBING OCCURS IN STUD WALL WITH HORIZONTAL OR VERTICAL PIPING, STUDS SHALL BE CONSTRUCTED DEEP ENOUGH TO
ACCOMODATE PIPING.  THE SAME SHALL BE APPLIED TO ELECTRICAL PANELS.

27 NO MATERIALS OR TOOLS MAY BE LEFT IN SPACES NOT REQUIRING WORK.  ANY DIRT OR MATERIALS DROPPED ENROUTE TO WORK
AREAS MUST BE CLEANED IN EXISTING BUILDING DAILY.

28 DAMAGE TO EXISTING: ANY AND ALL DAMAGES CAUSED BY THE CONTRACTOR AND/OR PEOPLE UNDER DIRECT SUPERVISION OF THE
CONTRACTOR SHALL BE REPLACED AND/OR REPAIRED AT CONTRACTOR'S EXPENSE WITH NO COST INFRACTION ON THE OWNER.

CASCADE COUNTY -
JUVENILE DETENTION CENTER ADDITION

1600 26TH ST. S
GREAT FALLS, MT 59405

 1" = 400'-0"
1 LOCATION MAP

REVISION SCHEDULE

# DESCRIPTION DATE
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(F)
HINGE APPROACH, 

PUSH SIDE

(G)
HINGE APPROACH, PUSH SIDE, 
DOOR PROVIDED WITH BOTH 

CLOSER AND LATCH

4
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IN

22 MIN

FIGURE 404.2.4.1
MANEUVERING CLEARANCE AT MANUAL SWING DOORS AND 

GATES
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(a)
FRONT APPROACH, 

PULL SIDE
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(E)
HINGE APPROACH, 

PULL SIDE
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(D)
HINGE APPROACH, 

PULL SIDE
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(C)
FRONT APPROACH, PUSH 
SIDE, DOOR PROVIDED 
WITH BOTH CLOSER AND 

LATCH
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(B)
FRONT APPROACH, 

PUSH SIDE

24 MIN
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(H)
LATCH APPROACH, 

PULL SIDE

(I)
LATCH APPROACH, 

PULL SIDE,
DOOR PROVIDED 
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(J)
LATCH APPROACH, 

PUSH SIDE

(K)
LATCH APPROACH, 

PUSH SIDE,
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24 MIN
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FIGURE 304.3.2
TURNING SPACE
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FIGURE 305.3
CLEAR FLOOR OR
GROUND SPACE
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FIGURE 
306.2
TOE 

CLEARANCE
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(A)
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PLAN

FIGURE 
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KNEE 

CLEARANCE
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FIGURE 308.2.1
UNOBSTRUCTED 

FORWARD REACH
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FIGURE 308.2.2
OBSTRUCTED HIGH FORWARD 

REACH
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FIGURE 308.3.1
UNOBSTRUCTED 

SIDE REACH
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FIGURE 308.3.2
OBSTRUCTED HIGH SIDE REACH

10 MAX
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A
X
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A
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A
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> 10-24 MAX

(A) (B)

MANEUVERING 
CLEARANCE AT
SLIDING AND 

FOLDING DOORS

22 MIN

4
2
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(C)

POCKET OR HINGE 
APPROACH

MANEUVERING CLEARANCE 
AT DOORWAYS WITHOUT 

DOORS OR GATES

(B)
SIDE 

APPROACH

4
2
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IN

MANEUVERING 
CLEARANCE AT
SLIDING AND 

FOLDING DOORS

4
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(A)
FRONT 

APPROACH

MANEUVERING 
CLEARANCE AT
SLIDING AND 

FOLDING DOORS
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4
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(D)
STOP OR LATCH 

APPROACH

FIGURE 404.2.4.3
MANEUVERING CLEARANCE AT RECESSED DOORS AND GATES
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X > 8

(A)
PULL 
SIDE

4
8
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(B)
       FRONT APPROACH, 

PUSH SIDE

4
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IN12 MIN

(C)
PUSH SIDE, DOOR 
PROVIDED WITH

BOTH CLOSER AND LATCH

X > 8

FIGURE 404.2.6
DOORS IN SERIES AND 

GATES IN SERIES

48 MIN 48 MIN

(A) (B)

48 MIN

(C)

FIGURE 404.2.3
CLEAR WIDTH OF 

DOORWAYS

(C)
FOLDING 
DOOR

(A)
HINGED 
DOOR

(B)
SLIDING DOOR

32 MIN32 MIN 32 MIN
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FIGURE 505.4
HANDRAIL 

HEIGHT

3
4
-3

8

(A)
STAIRS

(B)
RAMPS

3
4
-3

8

(C)
WALKING

SURFACES

3
4
-3
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FIGURE 505.10.1
TOP AND BOTTOM

HANDRAIL EXTENSION 
AT RAMPS

12 MIN
12 MIN

FIGURE 505.10.2
TOP HANDRAIL 

EXTENSION

12 MIN

FIGURE 505.10.3
BOTTOM HANDRAIL 

EXTENSION

X

X

NOTE: X = TREAD DEPTH

FIGURE 504.5
STAIR NOSINGS

30° MAX

(C)
CURVED NOSING

(D)
BEVELING 
NOSING

(B)
ANGLED 
RISER

1½ MAX 1½ MAX

(A)
RADIUS OF TREAD 

EDGE
(TYPICAL FOR ALL 

PROFILES)

RADIUS
½

MAX

FIGURE 605.2
HEIGHT AND DEPTH 

OF URINALS

(B)
STALL 
TYPE

(A)
WALL HUNG 

TYPE
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13½ MIN 13½ MIN

1 1/2 MIN

FIGURE 505.5
HANDRAIL CLEARANCE
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FIGURE 602.5
DRINKING FOUNTAIN SPOUT 

LOCATION

5 MAX 15 MIN

FIGURE 604.2
WATER CLOSET 

LOCATION
ACCESSIBLITY

16-18 17-19

(A)
WHEELCHAIR

(B)
AMBULATORY

LC CL

FIGURE 604.3.1
SIZE OF CLEARANCE AT

WATER CLOSETS
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5
6
 M

IN

FIGURE 604.5.1
SIDE WALL GRAB BAR
AT WATER CLOSETS

12 MAX

42 MIN

54 MIN
LC

FIGURE 604.5.2
REAR WALL GRAB BAR

AT WATER CLOSETS

12 MIN24 MIN
36 MIN

FIGURE 604.7
DISPENSER OUTLET

LOCATION
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FIGURE 604.8.1.1
SIZE OF WHEELCHAIR 

ACCESSIBLE 
TOILET COMPARTMENT
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(A)

WALL HUNG WATER 
CLOSET

(B)
FLOOR MOUNTED WATER 

CLOSET

60 MIN

5
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FIGURE 604.8.1.2
WHEELCHAIR ACCESSIBLE 

TOILET
COMPARTMENT DOORS

4 MAX
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FIGURE 604.8.1.4
WHEELCHAIR ACCESSIBLE TOILET
COMPARTMENT TOE CLEARANCE

(A)
ELEVA
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ADULT
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6 MIN

PARTITION

6 MIN

6 MIN

(C)
PLAN

6 MIN

(B)
ELEVATION
CHILDREN
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PARTITION

FIGURE 604.8.2
AMBULATORY 
ACCESSIBLE

TOILET COMPARTMENT
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LC LC
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FIGURE 608.2.1
TRANSFER TYPE SHOWER 
COMPARTMENT SIZE AND 

CLEARANCE

48 MIN

3
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36

3
6

CONTROL WALL

BACK WALL

SEAT
WALL

NOTE: INSIDE 
FINISHED DIMENSIONS 
MEASURED AT THE 
CENTER POINTS OF 
OPPOSING SIDES

LC

LC

LC

FIGURE 608.2.2
STANDARD ROLL-IN TYPE 
SHOWER COMPARTMENT 
SIZE AND CLEARANCE

60 MIN

3
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BACK WALL

NOTE: INSIDE FINISHED DIMENSIONS MEASURED AT THE CENTER

POINTS OF OPPOSING SIDES

SIDE
WALL WALL

SIDE

LC LC
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FIGURE 608.2.3
ALTERNATE ROLL-IN TYPE 
SHOWER COMPARTMENT 
SIZE AND CLEARANCE

36 MIN

60 MIN
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6

BACK WALL

SIDE
WALL WALL

SIDE

FRONT
WALL

NOTE: INSIDE FINISHED DIMENSIONS MEASURED AT THE CENTER

POINTS OF OPPOSING SIDES

FIGURE 608.3.1
GRAB BARS 

FOR
TRANSFER-

TYPE
SHOWERS
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FIGURE 608.3.2
GRAB BARS FOR 

STANDARD
ROLL-IN TYPE 

SHOWERS
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GRAB BARS FOR 

ALTERNATE
ROLL-IN TYPE 

SHOWERS
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SIDE
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FIGURE 608.5.1
TRANSFER-TYPE SHOWER
COMPARTMENT CONTROL

LOCATION
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FIGURE 608.5.2
STANDARD ROLL-IN TYPE SHOWER 
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BACK WALL
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4
8
 M

A
X

4
8
 M

A
X

(B)
WITH 
SEAT

(A)
WITHOUT 

SEAT
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ANY WALL OF 
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FIGURE 608.5.3
ALTERNATE ROLL-IN TYPE 

SHOWER
COMPARTMENT CONTROL 

LOCATION
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FIGURE 703.3.2
POSITION OF BRAILLE
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REFUGE
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FIGURE 703.4.2
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FIGURE 604.4
WATER CLOSET 
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FIGURE 303.3
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LEVEL

FIGURE 302.2
VERTICAL CHANGES 

IN LEVEL

FIGURE 302.2 
CARPET ON FLOOR 

SURFACE
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FIGURE 606.3
HEIGHT OF LAV. AND SINKS
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GRAPHIC CONVENTION 
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SPACE OR MANEUVERING 
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A PERMITTED ELEMENT 
OR ITS EXTENSION

A WALL, FLOOR, CEILING OR 
OTHER ELEMENT CUT IN 
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A HIGHLIGHTED ELEMENT 
IN ELEVATION OR PLAN
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WALL

3
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1
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THE FOLLOWING DETAILS ARE EXERPTED FROM THE 
ACCESSIBLE & USABLE BUILDINGS & FACILITIES ICC 
A117.1-2009 GUIDE. 
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W

W

W W

C
O

C
O

6" PV
C

6"
 P

VC

6
1

62

63

60.5

60.77

60.80
60.63

60.30

12" ADS F.E.T.S.

W/ TRASH RACK

242 LF 12" ADS HP STORM PIPE @ 0.55%

A.C. SAWCUT

LINE

SALVAGE/MAINTAIN

ASPHALT

REMOVE/REPLACE

A.C. W/ NEW

MAINTAIN EXIST.

GRADES & FLOWLINES

4

C2

REMOVE/REPLACE

A.C. W/ NEW

MAINTAIN EXIST.

GRADES & FLOWLINES

4

C2

SIDEWALK

CROSSING (TYP.)

8

C2

REGRADE CONTOURS

TO ELEV'S AS SHOWN

A.C.  W/ NEW;

REMOVE/REPLACE

S.D. MH 5

C2

A.C. SAWCUT

LINE

I.E. = 58.55

C I.E. = 58.31L

C I.E. = 58.06L

I.E. (OUT) = 56.73

PIP
E @

 0
.5

5%

P
IP

E
 @

 0
.5

5
%

1
2

" 
A

D
S

 H
P

 S
T

O
R

M

12" A
DS H

P S
TORM

LANDSCAPE INLET

(TYP. OF 4)

3

C2

10'x10' RIP-RAP, UNDERLAIN

BY WEED MAT (6" - 8" FIELD STONES)

UNDERLAIN BY

WEED MAT (6" - 8"

8'x8' RIP-RAP,

FIELD STONES)

FULL HEIGHT CURB

TO NO CURB

5' TRANSITION FROM

& PVC PIPING;  EXTEND TO

SIDEWALK CROSSING AS NEEDED

INSTALL NECESSARY FITTINGS

DRAINAGE SLAB 7

C2

45 L
F

4
3
.6

 L
F

DS

DS DS

DS

SAWCUT RETAINING WALL

ONLY LARGE ENOUGH FOR

PIPE PENETRATION (TYP. OF 3)

DRAINAGE SLAB 6

C2

NORTH

FL

SIDEWALK

X-ING (TYP.)

8

C2

REMOVE & REPLACE 

C&G W/ LAYDOWN CURB 

TO ALLOW CONTINUOUS 

DRAINAGE TO THE NW

N
E
W

 A
D
D
N
. N

E
W

 A
D
D
N
.

NOTE: PROVIDE TRENCHING TO ALLOW STORM DRAIN PIPING 

INSTALLATION AS SHOWN; USE NATIVE MATERIALS FROM 

BUILDING FOOTPRINT TO FILL DITCH TO MATCH EXISTING 

ELEVATIONS ADJACENT TO EXISTING DITCH OR HIGHER (I.E. 

MOUNDING OVER PIPE IS ACCEPTABLE)

NOTE: SET LS INLET RIM ELEV. APPROX. 

6" BELOW EX. GROUND SURFACE. 

REMOVE SOD (15'x15') AND REGRADE 

SUCH THAT SURFACE WATER REACHES 

NEW INLET. REPLACE SOD AND 

RELOCATE/REPLACE IRRIGATION PIPE 

AND SPRAY HEADS AS NECESSARY. 

8" ADS HP STORM PIPE 

@ 0.5% GRADE (TYP.) UNDERLAIN BY

WEED MAT (6" - 8"

6'x6' RIP-RAP,

FIELD STONES)

SEE NOTE THIS SHEET

ABI #3 (SEE ITEM #1 BELOW)

ABI #3 (SEE ITEM #1 BELOW)

NEW DOWNSPOUT, PIPING EXTENSION,

FITTINGS, AND SIDEWALK CROSSING

NECESSARY TO CONVEY DRAINAGE

TO GUTTER LINE (TYP OF 2) - CLOSE

COORDINATION TO AVOID CONFLICT

W/ EXISTING UTILITIES.

ABI #1 (SEE ITEM #1 BELOW)

8

C2

PIPING EXTENSION

& FITTINGS NECESSARY

LANDSCAPE INLET

(TYP OF 2)

ABI #1 (SEE ITEM

NEW DOWNSPOUT,

TO CONNECT TO 8"

#1 BELOW)

WATER MAIN

FIRE HYDRANT

VALVE

SANITARY SEWER MAIN

SEWER MANHOLE

CLEANOUT

STORM MANHOLE

RAIN DOWNSPOUT

UNDERGROUND ELECTRICAL

LIGHT POLE

ELECTRICAL BOX/TRANSFORMER

UNDERGROUND TELEPHONE

TELEPHONE PEDESTAL

FIBER OPTIC

CABLE TV

NATURAL GAS

GAS METERG

DS

CO

IRR

E

T

IRRIGATION BOX

STORM INLET

W

S

WITH THE EXCEPTION OF ABI #1 AND ABI #3, ALL CIVIL/SITE 

WORK IDENTIFIED ON THIS DRAWING SHALL BE CONSIDERED 

BASE BID ITEMS.  PLEASE NOTE THAT REGRADING, REPAVING 

AND CURB REMOVAL/REPLACEMENT IN FRONT OF THE MAIN 

ENTRANCE (TO THE LIMITS SHOWN) ARE CONSIDERED WITHIN 

THE BASE BID.

ITEM #1  -

0' 20' 40'
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3455

3460

3455

3460

0+00

12" ADS W/

F.E.T.S. & 

TRASH RACK

I.E. = 58.55

RIM EL. = 

C I.E. = 58.31L
RIM EL. = 

C I.E. = 58.06L

3+30.56

12" ADS W/

F.E.T.S. & 

TRASH RACK

I.E. (OUT) = 56.73

242 LF 12" ADS HP STORM PIPE @ 0.55%

45 LF 12" ADS HP STORM
43.56 LF 12" ADS HP STORM

PIPE @ 0.55%
PIPE @ 0.55%

3
C2N.T.S.

MIN. 2%

8" PVC

8"x12" TEE (OR 8" TEE) OR
WYE INSTALLED IN-LINE IN SD

SLOPE

COLLECTION LINE

8" PVC

12" ADS HP STORM PIPE

SLOPE TO DRAIN

V
A

R
IE

S

(TYP)

(TYP)

LIGHT DUTY,
STANDARD GRATE

SUBGRADE OR BASE COURSE BELOW CURB AND GUTTER TO BE

PER PLANS OR SPECIFICATION.
PLACE CONTRACTION JOINTS AT EVERY 15' CURB LENGTH WITH

1/2" EXPANSION JOINT MATERIAL SHALL BE PLACED AT 

A MINIMUM DEPTH OF 3/4" AND MINIMUM WIDTH 

OF 1/8". JOINTS SHALL BE CONSTRUCTED BY SAWING OR SCORING.

WHEN SCORING, A TOOL SHALL BE USED WHICH WILL LEAVE

CORNERS ROUNDED AND DESTROY AGGREGATE INTERLOCK

FOR SPECIFIED MINIMUM DEPTH.

CURB & GUTTER SHALL NOT BE PLACED WITHOUT FINAL FORM

P.C., P.I., AND CURB TURNS.

COMPACTED BASE COURSE

SLOPE

CURB CUT FOR
DRIVEWAY APPROACH

1.

3.

2.

4.

2'

1
'

4
"

9
1
2

"

2"

6
"

1
"

1
"

REVERSE GRADE GUTTER,
AS PER PLAN

NTS

OR SUBGRADE

NORMAL

R3"

R4"

INSPECTION.

1
C2 NTS

6"

1
6

"

9"

2
C2

SUBGRADE OR BASE COURSE BELOW CURB TO PER PLANS

OR SPECIFICATIONS.

PLACE CONTRACTION JOINTS AT EVERY 15' WITH A DEPTH

JOINT OF AT LEAST 3/4" AND WIDTH OF 1/8". JOINTS SHALL BE

CONSTRUCTED  BY SAWING OR SCORING. WHEN SCORING, A

TOOL SHALL BE USED WHICH WILL LEAVE CORNERS ROUINDED

AND DESTROY AGGREGATE INTERLOCK FOR SPECIFIED

MINIMUM DEPTH.

1/2" EXPANSION JOINT MATERIAL SHALL BE PLACED AT P.C.,

P.I. AND CURB RETURNS.

CURB SHALL NOT BE PLACED WITHOUT FINAL FORM

INSPECTION.

1.

2.

3.

4.

6" MIN. CURB

EXPOSURE

16"

12"

24"

 

DIMENSION AS NEEDED TO MATCH

EXISTING LOW POINT IN GUTTER

TYPICALLY 0.5'

GALV. STEEL PLATE FLUSH WITH SIDEWALK
COUNTERSUNK SCREWS (12" O.C.

BOTH SIDES USING GALVANIZED

STAINLESS, OR BRASS SCREW)

3 LEGS IN EACH ANGLE

IRON TO ANCHOR FRAME

2"x2"x1/4" ANGLE

GALVANIZED

4
"

1
2

BACK OF SIDEWALK

CHECKERED 3/8" GALV. STEEL PLATE

16" W x 5'-0" L (OR 7'-0" L)

FLUSH WITH SIDEWALK SURFACE

A A

B

EXISTING/NEW

STEEL PLATE

NEW CONCRETE

VARIES - TO MATCH

1/4" PER FT

4"

8
C2

B

PAVEMENT

CHECKERED

5
' 
- 

7
' (

V
A

R
IE

S
)

EXISTING/NEW PAVEMENT

CROSSING DETAIL

INTO CONCRETE

NEW CURB

BACK OF CURB

GUTTER/FLOWLINE

TOE OF CURB

PIPE

DOWNSPOUT

DRAIN PIPE (SEE PLAN)

2'

BITUMINOUS (A.C.) 4" COMPACTED

SUBGRADE

1.5" CRUSHED BASE COURSE (12" DEPTH)

NOT TO SCALE

4
C2

A.C. SURFACING AND TESTING PER MPWSS1.

SURFACING DEPTH
(PLACE IN TWO LIFTS)

NOT TO SCALE

TOP MH

PLAN

RIM EL = VARIES SEE PLAN

5
C2

STORM PIPE

12" SUMP

SEE

VARIES

12" ADS HP

STORM PIPE
12" ADS HP

STORM PIPE
12" ADS HP

STORM PIPE
12" ADS HP

7
C2

2
.5

5
'

5'

2

C2

STRAIGHT CURB

FORM STRAIGHT CURB

TO 12" F.E.T.S.,

TYP. BOTH SIDES

12" ADS F.E.T.S. W/

TRASH RACK

EXIST. CURB &

GUTTER

EL. = 58.55

12" ADS HP

STORM PIPE

GRADE TO DRAIN

FIT F.E.T.S. TIGHTLY TO

CONCRETE & MATCH

INVERTS;  USE EPOXY

TO SEAL JOINT

6" CONC. W/ FIBER

MESH REINFORCEMENT

5' TRANSITION FROM

FULL HEIGHT CURB

TO NO CURB

GRADE TO DRAIN

DRAINAGE SWALE

8'x8' RIP-RAP,

UNDERLAIN BY

WEED MAT (6" - 8"

FIELD STONES)

EXIST. CURB &

GUTTER*

10'

1
2

'

6
C2

*NOTE: REMOVE & 

REPLACE EX. C&G W/ 

LAYDOWN CURB PER 

SHEET C1

6" CONCRETE W/ FIBER 
MESH REINFORCEMENT
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A6.1

2

A6.1

1

1

2

3

4

5
6

7A

B
C

D

E

F

G

A
B
I #

3 
-
R
EM

O
V
E 
A
ND

 R
EP

LA
C
E 

PO
R
TI
O
N 
O
F 
A
SP

HA
LT

 P
A
R
K
IN
G
 L
O
T

SEE CIVIL FOR CURB 
REMOVAL AND 
DRAINAGE SLAB

PARKING LOT ASPHALT 
TO REMAIN IN THIS 
AREA, SEE CIVIL DWGS.

REMOVE AND REPLACE PORTION 
OF ASPHALT PARKING LOT, SEE 
CIVIL FOR NEW GRADING.

A
B
I #3 -

R
EM

O
V
E A

ND
 R

EPLA
C
E 

PO
R
TIO

N O
F A

SPHA
LT PA

R
K
ING

 LO
T

SI
D
EW

A
LK

 G
R
A
TE

 S
EE

 

C
IV
IL
 D

W
G
S.

20
' -
 0

"

10' - 0"

8' - 0"

8' - 0"

1

2

15

16

17

28

ABI #3 - NEW PARKING 
LOT STRIPING

EXISTING CURB AND 
GUTTER TO REMAIN

EXISTING
 SID

EW
A
LK

, 

C
UR

B
, A

ND
 G

UTTER
 

TO
 R

EM
A
IN

EXISTING SIDEWALK, 
CURB, AND GUTTER 
TO REMAIN

SIDEWALK GRATE SEE CIVIL DWGS.

NEW CURB AND GUTTER, 
SEE CIVIL DWGS.

SEE CIVIL DWGS. FOR REVISED 
SITE GRADING IN THIS AREA

EXISTING SECURITY FENCE TO REMAIN, U.N.O.

SEE CIVIL FOR CURB 
REMOVAL AND 
DRAINAGE SLAB

REMOVE EXISTING 
TREES AS NEC. FOR 
NEW ADDITION

PLANT NEW TREE TO 
MAINTAIN EXISTING TREE 
COUNT

REMOVE EXISTING 
TREES AS NEC. FOR 
NEW ADDITION

PLANT NEW TREES TO 
MAINTAIN EXISTING TREE 
COUNT

EXISTING FENCE

E
X
IS

T
IN

G
 F

E
N
C

E

EXISTING FENCE
EXISTING FENCE

E
X
IS

T
IN

G
 F

E
N
C

E

CRC

SMA

CRC SMA

SMA

NEW CURB AND GUTTER, 
SEE CIVIL DWGS.

NEW CURB AND GUTTER, 
SEE CIVIL DWGS.

EXIST. TRASH ENCLOSURE

26TH STREET SOUTH

LIGHT POLE TO 
REMAIN, U.N.O.

LIGHT POLE TO 
REMAIN, U.N.O.

LIGHT POLE TO 
REMAIN, U.N.O.

EXISTING
 SID

EW
A
LK

 

TO
 R

EM
A
IN

EXISTING BUILDING

NEW CLASSROOM 
ADDITION

NEW CLASSROOM 
ADDITION

EX
IS
TI
NG

 S
ID
EW

A
LK

 

TO
 R

EM
A
IN

SATELLITE TO 
REMAIN, U.N.O.

EXISTING BASKETBALL 
COURTS TO REMAIN, U.N.O.

CONCRETE PICNIC TABLES 
TO REMAIN, U.N.O.

EXIST. 
TRANSFORMER 
TO REMAIN

1. SEE CIVIL DRAWINGS FOR SITE GRADING INFORMATION.

2. FINE GRADE SUCH THAT LAWN MATCHES SURROUNDING 
CURB AND SIDEWALK ELEVATIONS.  SLOPE ALL LANDSCAPE 
AREAS TO POSITIVELY DRAIN AWAY FROM BUILDING.

3.

4.

CONTRACTOR TO LOCATE ALL UTILITIES IN THE AFFECTED 
AREAS PRIOR TO START.

5.

MAINTAIN 24" CLEARANCE FROM HARDSCAPE TO CENTER 
OF PLANT ROOTBALL.

6.

ALL TREES AND SHRUBS SHALL BE NURSERY GROWN AND 
CONTAINERIZED.  SOD TO BE LOCALLY GROWN AND OF A 
GRASS BLEND TO THRIVE AT THE PROJECT LOCATION.

CONTRACTOR SHALL REPAIR AND/OR REGRADE DAMAGE 
RESULTING FROM INSTALLATION OF IRRIGATION SYSTEM & 
PROJECT RELATED CONSTRUCTION ACTIVITIES.

LANDSCAPING NOTES:
LANDSCAPE LEGEND

HARDSCAPE, 
SEE SITE PLAN

CONCRETE LANDSCAPE 
EDGE CURBING

COMMON NAME: CANADA RED CHERRY
BOTANICAL NAME: PRUNUS VIRGINIANA 'SHUBERT'
SIZE: 2" B & B
ANTICIPATED HEIGHT: 25' - 0"
QUANTITY: 2 TREESCRC

SMA

COMMON NAME: SNOWY MOUNTAIN ASH
BOTANICAL NAME: SORBUS DECORA
SIZE: 2" B & B
ANTICIPATED HEIGHT: 25' - 0"
QUANTITY: 3 TREES

1. COORDINATE STAGING LOCATIONS WITH OWNER

2. CONTRACTOR SHALL PROTECT ELEMENTS THAT ARE TO 
REMAIN AND REPAIR ANY ELEMENTS DAMAGED DURING 
CONSTRUCTION.

SITE GENERAL NOTES:

3. MAINTAIN SITE ENCLOSURE AND SECURITY AT ALL TIMES. 
INFORM OWNER IN ADVANCE WHEN CONSTRUCTION MAY 
AFFECT SECURITY.  

Dale E. Nelson
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8" 1' - 4" 2'

1 1/2" = 1' - 0"

1' 2' 3'

1" = 1' - 0"

1' - 4" 2' - 8" 4'

3/4" = 1' - 0"

2' 4' 6'

1/2" = 1' - 0"

10' - 8" 21' - 4" 32'

3/32" = 1' - 0"

8' 16' 24'

1/8" = 1' - 0"

4' 8' 12'

1/4" = 1' - 0"

2' - 8" 5' - 4" 8'

3/8" = 1' - 0"

4" 8" 1' - 0"

3" = 1' - 0" SP1.1
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EXISTINGNEW

EXIST. SECURITY FENCE 
TO REMAIN, VIF

5

7

6

3

4

4

LINE OF NEW EXPANSION

LINE OF NEW EXPANSION

1

2

3

4

A B C

11

12

1

ABI #2

8

ABI #1
8

ABI #1

1

A
B

I #
2

8

A
B

I #
1

2 2

1

2

3

4

5

A

B

C

D

E

F

G

8A
B

I #
1

9

ABI #2

9A
B

I #
2

9A
B

I #
2

9

ABI #2

4

4

9

ABI #1 OR #2

9
ABI #1 OR #2

9
ABI #1 OR #2

13

ABI 1

3
' -

 0
"

3' - 0" 13

ABI 1

13

ABI 2

13

ABI 2

STRIP EXIST. ROOF ASSEMBLY DOWN TO 
SHEATHING FOR NEW ROOF OVER-FRAMING. FLASH 
AS REQUIRED TO MAKE WATER TIGHT BARRIER

OVER-FRAMED ROOF 
EXTENTS (ABI #1)

13

ABI 1

13

ABI 1

NOTE: SEE PHASING NARRATIVE ON G1.1 FOR 
ALTERNATIVE BID ITEM LOCATIONS

A. CONTRACTOR SHALL VISIT SITE TO FAMILIARIZE THEMSELVES WITH THE EXTENT OF REMOVAL/DEMOLITION.
B. ALL ITEMS/MATERIALS/EQUIPMENT REQUIRED TO BE REMOVED OR DEMOLISHED TO COMPLETE THE NEW CONSTRUCTION SHALL BE 

INCLUDED IN THE BID.
C. ALL REMOVAL/DEMOLITION AREAS THAT ADJOIN NEW CONSTRUCTION SHALL BE LEFT READY FOR INSTALLATION OF NEW FINISHES. 

ALL REQUIRED PATCHING TO LEAVE SURFACES READY FOR NEW FINISHES SHALL BE DONE BY THE CONTRACTOR DURING THE 
REMOVAL/DEMOLITION PERIOD.

D. ALL ITEMS NOTED "TURN OVER TO OWNER" SHALL BE DELIVERED TO THE OWNER IN GOOD CONDITION AT THE JOB SITE OR 
ANOTHER MUTUALLY AGREEABLE LOCATION. THE OWNER SHALL HAVE A MINIMUM OF (7) DAYS NOTICE PRIOR TO REMOVAL.

E. ITEMS NOT NOTED AS "TURN OVER TO OWNER" BECOME THE CONTRACTOR'S PROPERTY AND SHALL BE REMOVED FROM THE SITE.
F. HEAVY DASHED LINES INDICATE PARTITIONS/ELEMENTS TO BE REMOVED BY GENERAL CONTRACTOR. (DEMO PLANS ONLY)
G. LIGHT SOLID LINES INDICATE ELEMENTS TO REMAIN.
H. WHERE EXISTING EQUIPMENT, PIPING, CEILINGS, DUCTS, ETC. ARE REMOVED, SUCH REMOVAL SHALL INCLUDE ALL ANCHORS, 

HANGERS, FRAMING, FOUNDATIONS, ETC.
I. FURNISHINGS AND EQUIPMENT SHALL BE MOVED BY THE OWNER AS REQUIRED. CONTRACTOR TO PROVIDE THE OWNER A MINIMUM 

OF (7) DAYS PRIOR NOTICE TO NEED FOR EQUIPMENT AND FURNISHINGS REMOVAL.
J. THE REMOVAL/DEMOLITION NOTES LISTED ON THESE SHEETS ARE INTENDED TO CONVEY THE GENERAL DESCRIPTION OF THE 

REMOVAL/DEMOLITION WORK THROUGHOUT THE PROJECT; HOWEVER, THESE NOTES MAY NOT ADDRESS EVERY DEMOLITION 
CONDITION NECESSARY FOR A SUCCESSFUL COMPLETION OF THE NEW CONSTRUCTION. THE CONTRACTOR IS RESPONSIBLE TO 
REMOVE AND/OR DEMOLISH ANY EXISTING CONDITIONS REQUIRED FOR THE SUCCESSFUL INSTALLATION AND ERECTION OF ANY NEW 
CONSTRUCTION IDENTIFIED IN THESE DOCUMENTS.

K. CONTRACTOR SHALL COORDINATE FURNISHINGS AND EQUIPMENT TO BE MOVED BY THE OWNER. CONTRACTOR TO PROVIDE THE 
ARCHITECT A MINIMUM OF (7) DAYS PRIOR NOTICE TO NEED FOR EQUIPMENT AND FURNISHINGS REMOVAL.

L. SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR FURTHER DEMOLITION REQUIREMENTS.
M. CONTRACTOR SHALL ALERT ARCHITECT/ENGINEER IMMEDIATELY OF ANY STRUCTURAL CONCERNS PRIOR TO DEMOLITION.
N. CONTRACTOR TO COORDINATE ANY ROOFING MATERIAL DEMOLITION OR PATCHING MODIFICATIONS WITH THE MECHANICAL WORK 

(SEE MECH. DRAWINGS) AND THE ROOFING CONTRACTOR.
O. THIS PROJECT MAY CONTAIN MATERIALS LISTED BY D.E.Q. TO BE HAZARDOUS (LBP, ASBESTOS, ETC.). IT IS THE CONTRACTOR'S 

RESPONSIBILITY TO OBTAIN COPY OF OWNER'S ENVIRONMENTAL REPORT AND FOLLOW COMPLIANCE REQUIREMENTS.
P. DIMENSIONS ARE FOR REFERENCE ONLY AND SHOULD BE VERIFIED IN FIELD BEFORE ANY DEMO IS DONE.

GENERAL DEMOLITION NOTES:
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1 ENLARGED CLASSROOM DEMO PLAN

 1/16" = 1'-0"
2 ROOF DEMO PLAN

SIMILAR AT OPPOSITE WING

DEMOLITION SCHEDULE
FLAG # DEMO DESCRIPTION

1 (ABI #2 ONLY) DEMO EXISTING METAL ROOF, REPAIR/REPLACE SHEATHING & UNDERLAYMENT AS
NEC. ROOF TRUSSES TO REMAIN U.N.O. SEE STRUCT.

2 REMOVE EXIST. FASCIA/ROOFING PREP FOR NEW ROOF EXTENSION

3 REMOVE WALL FINISHES DOWN TO STRUCTURE, PREP FOR NEW FINISHES & ACCESSORIES

4 DEMO EXISTING FENCE AND FENCE FOUNDATION IN THIS AREA AS NEEDED FOR NEW
CONSTRUCTION, VIF

5 REMOVE EXISTING WALL & FINISHES. SEE NEW FLOOR PLAN FOR SAWCUT DIMENSIONS

6 REMOVE EXIST. AUXILIARY EQUIPMENT U.N.O. ,VIF. COORDINATE SALAVGE WITH OWNER.

7 ELECTRICAL FIXTURES / EQUIPMENT TO BE REMOVED. SEE ELECTRICAL DEMO PLAN

8 (ABI #1 ONLY) - PREP EXISTING ROOF AND RELATED CONSTRUCTION AS NEEDED FOR NEW
OVER-FRAMED ROOF TIE-IN, REPAIR/REPLACE SHEATHING & UNDERLAYMENT AS NEC. SEE
STRUCT.

9 (ABI #1 &2) REMOVE GUTTER AND DOWNSPOUT SYSTEM. SEE CIVIL FOR NEW DOWNSPOUT
LOCATIONS

11 SAWCUT & REMOVE PORTION IF EXISTING WALL AND FOUNDATION PER STRUCTURAL DRAWINGS.
PREP FOR NEW ADDITITION

12 SAWCUT EXISTING SLAB. PREP FOR NEW CONSTRUCTION

13 (ABI #1 & 2 ONLY) REMOVE EXIST. ROOF FINISH DOWN TO SHEATHING (VIF) TO THE EXTENT TO
FACILITATE NEW CONSTRUCTION

R
EF

 

NO
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TH

REF 
NORTH

REVISION SCHEDULE

# DESCRIPTION DATE



UP

A6.1

2

A6.1

1

A1.2
1

1
A5.1

A7.1

5

8

6

7

BATHROOM

CELL

CELL

CELL

DAYROOM

CELL

BATHROOM

LAUNDRY/STORAGE

CONFERENCE ROOM

OFFICE

JANITOR

VESTIBULE

LOBBY

KITCHEN

HALLWAY

OFFICE

OFFICE

OFFICE

AMINISTRATION/RECEPTION

MEN

JAN
WOMEN

NURSE

INTAKE

VISITORS

INTAKE ENTRY

INTAKE HOLDING

HOLDING

STOR

CELL

CELL

CELL

CELL

CELL

CELL

RR

PLB CHASE

JAN

DAY ROOM

MECH COMM/DATA

VESTIBULE

RR
JAN

DIRECTOR

VEST

HALL

A6.1

6

1

2

3

4

CLASSROOM 2

150

BATHROOM

151

CLASSROOM 1

148

BATHROOM

149

1

2

3

4

5

6

7A

B

C

D

E

F

G
CLOSET

152
CLOSET

153
6

5

3
A5.1

 3/32" = 1'-0"
1 FLOOR PLAN - LEVEL 1
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1
A5.1

A7.15

8

6

7

2
A5.1

7'
 -

 5
 3

/8
"

7'
 -

 8
"

5
' -

 6
"

14
' -

 9
"

3
6
' -

 0
"

EXISTINGNEW

EXIST. SECURITY FENCE 
TO REMAIN, VIF

6' - 2 5/8"
0' - 3 5/8"

A1.2
3

A1.2
2

2

1B

1

2

1

1

4

2

A6.16

1

2

3

4

A B C

816 SF

CLASSROOM 1

148

HALLWAY

BATHROOM

TR
AV

EL
 D

IS
TA

NC
E 

38
' -

6"

44 SF

BATHROOM

149

2
8
' -

 0
"

26' - 0"

1B 1

EXIST. AREAS TO 
REMAIN/NO WORK

7'
 -

 9
" 
V

IF

BASE AND UPPER 
CABINETS. SEE 
INTERIOR 
ELEVATIONS

BASE AND UPPER 
CABINETS. SEE 
INTERIOR 
ELEVATIONS

TALL CABINETS. 
SEE INTERIOR 
ELEVATIONS

4

C

EXISTING CMU WALL COLUMN

SEE STRUCT DWG'S FOR 
EXIST. COLUMN DEMOLITION 
AND CMU INFILL

1

1

2" EIFS FINISH

BACKER ROD & SEALANT

J-MOLDINSULATED 
CAVITY CELLS

8" CONCRETE MASONRY UNIT

BACKER ROD & SEALANT

1/2" TAPERED EDGE

EXIST. EIFS FINISH, VERIFY 
THICKNESS IN FIELD

EXPANSION & 
MASONRY JOINTS 
PER STRUCT.

FASTENER

EXIST. EIFS FINISH, VERIFY 
THICKNESS IN FIELD

2" EIFS FINISH

A7.11

4

3

2

3
' -

 7
"

7'
 -

 5
 3

/8
"

3' - 4"3' - 6 1/2"

2

2

4

1B

2

1

B C

BATHROOM

149

3

3

ALIGN CMU BLOCK

ANTI-LIGATURE GLAB 
BARS AND FIXTURES 
TYP. IN RESTROOMS

1

2

3 - 5/8" METAL STUD - W/ SOUND BATT

3 - 5/8" METAL STUDS @ 1' - 4" O.C.

5/8" GYPSUM WALL BOARD

5/8" CEMENT BOARD TO EXTEND 4' - 6" ABOVE 
F.F. THEN 5/8" GYPSUM WALL BOARD ABOVE

8" CONC. WALL WITH 2" EIFS

3

3 - 5/8" METAL STUD W/ GWB

8" CONCRETE MASONRY UNITS

SPRAY FORM INSULATION IN CMU CAVITY CELLS

EXTERIOR FINISHING SYSTEM (SEE 
WALL TYPE FOR THICKNESS)

2 1/2" MINERAL WOOL SOUND INSULATION

UL DES 
U305

3 - 5/8" METAL STUDS @ 1' - 4" O.C.

5/8" GYPSUM WALL BOARD

4

3 - 5/8" METAL STUD FURRING W/ GWB

3 - 5/8" METAL STUDS @ 1' - 4" O.C.

INTERIOR

EXTERIOR

5/8" GYPSUM WALL BOARD

1B: 8" CONC. WALL WITH 4" EIFS

RR SIDE

CLASSROOM 
SIDE

5/8" CEMENT BOARD TO EXTEND 4' - 6" ABOVE 
F.F. THEN 5/8" GYPSUM WALL BOARD ABOVE

ADDITIONAL CODE REVIEW

PROJECT AREA: (2) CLASSROOMS =   829 SF EACH
(2) BATHROOMS =   44 SF EACH
TOTAL BUILDING ADDITION = 1,749 SF
TOTAL BUILDING AREA = 14,300SF

ALLOWABLE BLDG. AREA:
TOTAL BUILDING AREA = 22,500 SF ALLOWED

ALLOW. BLDG. HT.: 1 STORIES ALLOWED 1 STORIES ACTUAL

OCCUPANT LOAD: NO INCREASE IN OCCUPANT LOAD AS THE NUMBER OF 
OCCUPANTS IS BASED ON THE NUMBER OF EXISTING 
CELLS.

CLASSROOM:   42 PEOPLE 
42 PEOPLE FOR OCCUPANCY TYPE E ONLY 1 EXIT 
REQUIRED

DOORS
DOORS ARE REQUIRED TO BE SMOKE ACTIVATED PER IBC 716.5.9.3

PLUMBING FIXTURE CALC.: OCCUPANCY TYPE E

TOILETS = 1 PER 50
LAVS = 1 PER 50
DRINKING FOUNTAINS = 1 PER 1,00

REQUIRED FIXTURES: PROVIDED FIXTURES: 
DRINKING FOUNTAINS 1 1
MOP SINKS EXIST. EXIST.
TOILETS 2. 2 
LAVS 2 2
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3/32" = 1' - 0"
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1/4" = 1' - 0"
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1 ENLARGED CLASSROOM PLAN
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R
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 1 1/2" = 1'-0"
3 CMU WALL EXTENSION DETAIL

 1" = 1'-0"
2 ENLARGED RESTROOM PLAN

 3/8" = 1'-0"
WALL TYPES
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NO
R
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4

REVISION SCHEDULE

# DESCRIPTION DATE



1
A5.1

A7.15

8

6

7

A7.11

4

3

2

2
A5.1

A6.16

1

2

3

4

A B C

816 SF

PT-1

PT-1

PT-1

PT-1
RB-1

RF-1

CLASSROOM 1

148

44 SF

PT / T

PT / T

PT / T

PT / T

T-2

BATHROOM

149

BATHROOM

119

HALLWAY

113

PR-2

1
A5.1

A7.15

8

6

7

A7.11

4

3

2

2
A5.1

109' - 0" AFF

109' - 0" VIF

EXIST. 2x2 ACP

EXIST. CEILING

EXIST. CEILING EXIST. CEILINGGWB CEILING

2x2 ACP CEILING

A6.16

1

2

3

4

A B C

110' - 0" A.F.F.

109' - 0" AFF

GWB CEILING

CLASSROOM 1

148

BATHROOM

149

CLOSET

153

HALLWAY

BATHROOM

2
A4.1

INTERIOR FINISH LEGEND

ABBREVIATIONS:

ACP ACOUSTIC CEILING PANEL
RB RUBBER BASE
RF RUBBER FLOOR
PT PAINT

CM99 20'

WF 2

WF 4

WF 3
BM99

CPT - 1

Name 101

WF 1

CEILING HEIGHT

BASE MATERIAL

FLOOR MATERIAL

ROOM NAME & 
NUMBER

CEILING MATERIAL

WALL FINISHES

WALL FINISHES: MANU: STYLE/SHEEN: COLOR NUMBER: COLOR NAME: SIZE: INSTALLATION/NOTES:    
PT-1 SHERWIN WILLIAMS SATIN 9137 NIEBLA AZUL N/A 1 COAT PRIMER, 2 COATS PAINT
PT-2 SHERWIN WILLIAMS SEMI-GLOSS 7019 GAUNTLET GRAY N/A 1 COAT PRIMER, 2 COATS PAINT
T-1 CROSSVILLE RETRO ACTIVE - UPS RET08 MECURIAL 12" X 24" OFFSET
T-2 CROSSVILLE RETRO ACTIVE - UPS RET07 LEADEN 6" X 24" OFFSET
PR-1 SCHLUTER 2.3 JOLLY A 80AT ALUMINUM 8 - 5/16 TOP OF WALL TILE

FLOORING FINISHES: MANU: STYLE/SHEEN: COLOR NUMBER: COLOR NAME: SIZE: INSTALLATION/NOTES:
RF-1 TARKETT MINERALITY RUBBER TILE PA8 META 12" X 24" SEE FLOORING PATTERN LAYOUT
RB-1 TARKETT REVEAL 48 GREY WG 4.25" N/A
T-2 CROSSVILLE RETRO ACTIVE - UPS RET07 LEADEN 6" X 24" OFFSET
PR-2 SCHLUTER 1.4 RENO-U A 80AT ALUMINUM 8 - 5/16 RUBBER TO TILE TRANSITION 

CASEWORK FINISHES: MANU: STYLE: COLOR NUMBER: COLOR NAME: SIZE INSTALLATION/NOTES
PLAM-1 WILSONART STANDARD LAMINATE 7946-38 BRAZILWOOD N/A VERTICAL SURFACES
PLAM-2 WILSONART STANDARD LAMINATE 4810-60 TITANIUM EV N/A HORIZONTAL SURFACES

FLOOR FINISH - LEGEND

RUBBER FLOORING

EXIST. FLOORING

PORCELAIN TILE

REFLECTED CEILING - LEGEND

ACT 24" X 24"

GWB CEILING

MAIN RUNNER

CROSS TEE

12 GA. GALV. STEEL WIRE

HANGER SPACING 4'-0" O.C.
ABOVE W/APPROVED DEVICE
SECURE INTO EXIST. STRUCT.

2' X 2' ACOUSTICAL
DROP-IN PANEL

MAX. EACH DIRECTION

WRAP 3 FULL TIMES AND

WALL ANGLE

SEISMICALLY BRACED 
PER LOCAL AND STATE 
CODES
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10' - 8" 21' - 4" 32'
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8' 16' 24'
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4' 8' 12'

1/4" = 1' - 0"

2' - 8" 5' - 4" 8'

3/8" = 1' - 0"
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1/4" = 1' - 0"

4" 8" 1' - 0"
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 1/4" = 1'-0"
1 FINISH FLOOR PLAN - CLASSROOM

 1/4" = 1'-0"
2 REFLECTED CEILING PLAN - CLASSROOM

R
EF

 

NO
R
TH R

EF
 

NO
R
TH

SIMILAR AT OPPOSITE WING SIMILAR AT OPPOSITE WING

 12" = 1'-0"
ACP ASSEMBLY

REVISION SCHEDULE

# DESCRIPTION DATE



A6.1

2

A6.1

1

1
A5.1

1

2

3

4

5

6

7A

B

C

D

E

F

G

4
" 
/ 
1
2
"

4
" 
/ 
1
2
"

4
" 
/ 
1
2
"

4
" 
/ 
1
2
"

R
ID
G
E

R
ID
G
E

ABI #1 - NEW OVER-FRAMED 
METAL ROOF OVER EXISTING 
MEMBRANE ROOF. BASE BID -
EXISTING MEMBRANE ROOF TO 
REMAIN

EXIST.

NEW NE
W

EX
IS
T.

NEW ROOF STRUCTURE TO 
MATCH HEIGHT AND PITCH TO 
ALLOW FOR ONE CONTINUOUS 
LOOKING ROOF

NEW ROOF STRUCTURE TO 
MATCH HEIGHT AND PITCH TO 
ALLOW FOR ONE CONTINUOUS 
LOOKING ROOF

ABI #2 - NEW DOWNSPOUT AND 
GUTTER SYSTEM. SEE CIVIL 
FOR DOWNSPOUT LOCATIONS

ABI #2 - NEW DOWNSPOUT 
AND GUTTER SYSTEM

R
ID

G
E

V
A
L
L
E
Y

ROOF 
CRICKET

SCUPPER

2
" 

/ 
1
2

"

2
" 

/ 
1
2

"

2" / 12"

V
A
L
L
E
Y

V
A
L
L
E
YR
ID

G
E

ROOF 
CRICKET

SCUPPER

ABI #2 - NEW ROOF OVER 
EXISTING STRUCTURE. BASE BID 
LEAVE EXISTING METAL ROOF IN 
PLACE

ABI #2 - NEW ROOF OVER 
EXISTING STRUCTURE. BASE BID 
LEAVE EXISTING METAL ROOF IN 
PLACE

3
A5.1

ABI #1 - NEW OVER-FRAMED ROOF 
OVER EXISTING MEMBRANE ROOF. 
BASE BID - EXISTING MEMBRANE 
ROOF TO REMAIN

2" / 12"

2
" 

/ 
1
2

"

ABI #1 - NEW OVER-FRAMED 
METAL ROOF OVER EXISTING 
MEMBRANE ROOF. BASE BID -
EXISTING MEMBRANE ROOF TO 
REMAIN

ABI #1 - NEW OVER-FRAMED 
METAL ROOF OVER EXISTING 
MEMBRANE ROOF. BASE BID -
EXISTING MEMBRANE ROOF TO 
REMAIN

ABI #1 - NEW DOWNSPOUT AND 
GUTTER SYSTEM AT OVER-
FRAMED LOCATIONS, SEE CIVIL 
FOR DOWNSPOUT LOCATIONS

ABI #1 - NEW DOWNSPOUT AND 
GUTTER SYSTEM AT OVER-
FRAMED LOCATIONS, SEE CIVIL 
FOR DOWNSPOUT LOCATIONS

ABI #1 - NEW DOWNSPOUT AND 
GUTTER SYSTEM AT OVER-
FRAMED LOCATIONS, SEE CIVIL 
FOR DOWNSPOUT LOCATIONS

ABI #1 - NEW DOWNSPOUT AND 
GUTTER SYSTEM AT OVER-
FRAMED LOCATIONS, SEE CIVIL 
FOR DOWNSPOUT LOCATIONS

NEW DOWNSPOUT AND 
GUTTER SYSTEM

R
ID
G
E

V
A
L
L
E
Y

VALLEY

VALLEY

V
A
L
L
E
Y

H
IP

 R
ID

G
E

HIP RIDGE

2
" / 1

2
"

2
" / 1

2
"

2
" 
/ 1

2
"

2
" 
/ 1

2
"

4
" / 1

2
"

4
" / 1

2
"

4
" / 1

2
"

4
" / 1

2
"

C
O
NT

. R
ID
G
E 
V
EN

T

C
O
NT

. R
ID
G
E 
V
EN

T
C
O
NT. R

ID
G
E V

ENT

2
A4.1

2
" 

/ 
1
2

"

2" / 12"

ROOF PLAN LEGEND

PRE-FINISHED METAL 
ROOFING - BASE BID

MEMBRANE ROOFING TO 
REMAIN

ROOF SLOPE

X/12

RISE

ROOFING NOTES:
• ALL NEW ROOF FINISHES WILL BE A 

PRE-FIN. MTL MATERIAL AS INDICATED
• 0" OVERHANG, TYP. U.N.O.

DOWNSPOUT

GUTTER SYSTEM
PRE-FINISHED METAL 

ROOFING - ABI #1

PRE-FINISHED METAL 
ROOFING - ABI #2

ROOF PLAN - GENERAL NOTES

1. ROOF SLOPES ARE SHOW FOR REFERENCE ONLY. ROOF SLOPE TO MATCH EXIST STRUCTURE.
2. VERIFY THE LOCATION OF ANY ROOF TOP EQUIPMENT OR VENTS WITH MECHANICAL DRAWINGS.
3. REUSE EXISTING DOWNSPOUT LOCATIONS U.N.O. ON CIVIL DRAWINGS.
4. REPAIR/REPLACE ANY DAMAGED DOWNSPOUT AND GUTTERS, VIF.

T.O. WALL V.I.F.
111' - 4"

A

R-15 CONT. RIGID 
INSUL. MIN.

THICKENED EIFS AT 
T.O.WALL TO TIE IN 
EXISTING 
CONSTRUCTION (4" 
SHOWN FOR 
REFERENCE)

EIFS. R-15 CONT. INSUL. 
MIN. (2" SHOWN FOR 
REFERENCE ONLY)

PRE-FIN. MTL 
FLASHING

MTL. DECK PER 
STRUCT. DWGS.

BUILT-UP RIGID 
INSULATION TO MATCH 
EXISTING ROOF HEIGHT 
(8" APPROX. VIF)MIN. 
R-30 CONT. 

PRE- FIN. VERTICAL 
STANDING SEAM MTL. 
SIDING TO MATCH 
ROOF

PROVIDE EXCESS 
ROOFING AT EDGE 
FOLD TO CREATE 
END CAP. TYP. AT 
ALL EXPOSED EDGES

8" CMU WALL PER 
STRUCT. DWGS.

ACP, SEE CEILING 
PLAN.

SEALANT

PRE- FIN. MTL. ROOF 

3/4" COVERBOARD

T.O. WALL V.I.F.
111' - 4"

EXISTING ROOF 
CONSTRUCTION TO 
REMAIN U.N.O.

EXISTING WALL 
CONSTRUCTION TO 
REMAIN U.N.O. PREP FOR 
NEW ROOF

NEW PRE-FIN. MTL. 
DOWNSPOUT SYSTEM

NEW PRE-FIN. MTL. 
FLASHING

NEW MTL. DECK PER 
STRUCT. DWGS.

3/4" COVERBOARD

2" DIA. MIN. WALL VENT 
@ 4' - 0" O.C. MAX.

NEW BEAM/JOIST  CONST. 
PER STRUCT. DWGS.

SBS UNDERLAYMENT, PER 
ROOFING MRF.

PRE-FIN. MTL. ROOF

BEAM/DECK 
CONNECTIONS PER 
STRUCT. DWGS.

 3/32" = 1'-0"
1 ROOF PLAN

REF 
NORTH
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10'- 8" 21' - 4" 32'

3/32" = 1' - 0"

8" 1' - 4" 2'

1 1/2" = 1' - 0"

1' 2' 3'

1" = 1' - 0"

1' - 4" 2' - 8" 4'

3/4" = 1' - 0"

2' 4' 6'

1/2" = 1' - 0"

10' - 8" 21' - 4" 32'

3/32" = 1' - 0"

8' 16' 24'

1/8" = 1' - 0"

4' 8' 12'

1/4" = 1' - 0"

2' - 8" 5' - 4" 8'

3/8" = 1' - 0"

10'- 8" 21' - 4" 32'

3/32" = 1' - 0"

4" 8" 1' - 0"

3" = 1' - 0" A4.1
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 1 1/2" = 1'-0"
2 ROOF EDGE DETAIL

REVISION SCHEDULE

# DESCRIPTION DATE

 1" = 1'-0"
3 OVER-FRAMING FASCIA DETAIL (ABI #1 ONLY)



T.O. WALL V.I.F.
111' - 4"

FLOOR PLAN - LEVEL 1
100' - 0"

A5.1
4

2
A5.1

CLASSROOM 1

148

BATHROOM

149

MATCH ORIGINAL ROOF 
HEIGHT AND SLOPE

1 2 3 4

36' - 0"

TYPICAL WALL CONSTRUCTION:
-EIFS, SEE EXTERIOR ELEV.
-8" CMU BLOCK, SEE STRUCT.

-INSULATED CAVITY

TYPICAL ROOF CONSTRUCTION:
-PRE-FINISHED METAL ROOFING
-SBS UNDERLAYMENT
-3/4" COVERBOARD
-RIGID INSULATION (MIN R-30 CONT.) 
-DECK PER STRUCT.
-PRE-ENGINEERED TRUSS PER MFR.
-SEE RCP FOR CEILING FINISH

TYPICAL FLOOR CONSTRUCTION:
-7" CONC. SLAB PER STRUCT. DWGS.
-VOID FORM PER STRUCT. DWGS
-NATIVE FILL PER STRUCT. DWGS.

TYPICAL FOUNDATION  CONST.:
- 2" RIGID INSULATION
- 18" CONC. GRADE BEAM
- RIGID FORMWORK
- SEE STRUCT. FOR ADDITIONAL 
COMMENTS

2
A4.1

T.O. WALL V.I.F.
111' - 4"

FLOOR PLAN - LEVEL 1
100' - 0"

1
A5.1

CLASSROOM 1

148

BATHROOM

119

EXISTING NEW

ABC

TYPICAL WALL CONSTRUCTION:
-EIFS, SEE EXTERIOR ELEV.
-8" CMU BLOCK, SEE STRUCT.

-INSULATED CAVITY

TYPICAL ROOF CONSTRUCTION:
-PRE-FINISHED METAL ROOFING
-SBS UNDERLAYMENT
-3/4" COVERBOARD
-RIGID INSULATION (R-30 MIN. CONT.) 
-DECK PER STRUCT.
-PRE-ENGINEERED TRUSS PER MFR.
-SEE RCP FOR CEILING FINISH

TYPICAL FLOOR CONSTRUCTION:
-7" CONC. SLAB PER STRUCT. DWGS.
-VOID FORM PER STRUCT. DWGS
-NATIVE FILL PER STRUCT. DWGS.

T.O. WALL V.I.F.
111' - 4"

FLOOR PLAN - LEVEL 1
100' - 0"

8" CMU BLOCK, SEE 
STRUCT. DWGS

5/8" GWB CEILING AT 
RR

SUSPENDED 3 - 5/8" 
METAL FRAMING @ 
1' - 4" O.C.

BOND BEAM, SEE 
STRUCT. DWGS

PRE-FIN. METAL 
GUTTER AND 
DOWNSPOUT SYSTEM

PRE-FIN. MTL. 
FASCIA DRIP EDGE 
TO MATCH ROOF

PRE-FIN. MTL. ROOF

2 1/2" MINERAL 
WOOL SOUND BATT 
AT RR ONLY

3/4" COVERBOARD

SBS UNDERLAYMENT 
PER METAL ROOFING 
MFR. 1

BUILT-UP RIGID INSULATION 
TO MATCH EXISTING ROOF 
HEIGHT (8" APPROX. VIF)
MIN. R-30 CONT. 

EXPANSION JOINT. 
SEE STRUCT.

CONCRETE SLAB 
PER STRUCT.

VOID FORM PER 
STRUCT. DWGS.

SLAB 
REINFORCEMENT PER 
STRUCT. DWGS.

METAL DECK PER 
STRUCT. DWGS.

ENGINEERED METAL 
TRUSS. SEE STRUCT. 
DWGS. FOR TYPE 
AND SPACING

METAL STUD WALL 
BEYOND, SEE FLOOR PLAN

110' - 6" A.F.F.

T.O.WALL

0
' -

 8
"

PIERS, PER 
STRUCTURAL DWGS.

GRADE, SEE CIVIL

BITUMINOUS 
DAMPPROOFING

PRE-FIN. MTL. FLASHING

2" RIGID 
INSULATION

BOND BEAM, SEE 
STRUCT. DWGS

M
IN

.

0
' -

 6
"

0
' -

 6
"

1'
 -

 4
"

GRADE BEAM PER 
STRUCT. DWGS.

FR
O
ST LINE

4
' -

 0
" 
F
R

O
S
T
 D

E
P
T
H

VOID FORM PER 
STRUCT. DWGS.

0
' -

 6
"

THICKENED EIFS AT 
T.O.WALL TO TIE IN 
EXISTING 
CONSTRUCTION (4" 
SHOWN FOR 
REFERENCE)

EIFS. R-15 CONT. INSUL. 
MIN. (2" SHOWN FOR 
REFERENCE ONLY)

T.O. WALL V.I.F.
111' - 4"

INTAKE HOLDING

135

HOLDING

136

DAY ROOM

138

BEAM CONSTRUCTION 
PER STRUCT. DWGS.

EXIST. MEMBRANE ROOF AND CEILING 
CONSTRUCTION TO REMAIN. U.N.O.

METAL DECK PER 
STRUCT. DWGS.

JOIST CONSTRUCTION 
PER STRUCT. DWGS.

PRE-FIN. MTL ROOF

SBS UNDERLAYMENT

EXIST. ROOF STRUCTURE AND 
INSULATION TO REMAIN, VIF

PRE-FIN. MTL. ROOF 
PER ABI #2

EXIST. ROOF STRUCTURE AND 
INSULATION TO REMAIN, VIF

PRE-FIN. MTL. FLASHING 
AS REQ. TO MAKE 
WATER TIGHT BARRIER

EXIST. CEILING TO REMAIN

RIDGE VENT

A4.1
3
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4' 8' 12'

1/4" = 1' - 0"

2' 4' 6'

1/2" = 1' - 0"

1' 2' 3'

1" = 1' - 0"

8" 1' - 4" 2'

1 1/2" = 1' - 0"

1' 2' 3'

1" = 1' - 0"

1' 2' 3'

1" = 1' - 0"

1' - 4" 2' - 8" 4'

3/4" = 1' - 0"

2' 4' 6'

1/2" = 1' - 0"

2' 4' 6'

1/2" = 1' - 0"

10' - 8" 21' - 4" 32'

3/32" = 1' - 0"

8' 16' 24'

1/8" = 1' - 0"

4' 8' 12'

1/4" = 1' - 0"

2' - 8" 5' - 4" 8'

3/8" = 1' - 0"

4' 8' 12'

1/4" = 1' - 0"

4" 8" 1' - 0"

3" = 1' - 0" A5.1
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 1/4" = 1'-0"
1 CROSS SECTION THROUGH CLASSROOM

 1/4" = 1'-0"
2 LONGITUDINAL SECTION THROUGH CLASSROOM

 1" = 1'-0"
4 EXTERIOR WALL SECTION AT ADDITION

 1/2" = 1'-0"
3 ROOF OVER-FRAMING DETAIL (ABI #1)

REVISION SCHEDULE

# DESCRIPTION DATE



T.O. WALL V.I.F.
111' - 4"

FLOOR PLAN - LEVEL 1
100' - 0"

A6.1
3

A6.1
4 EXISTINGNEW EXISTINGNEWEXISTING

12
34

567

NEW PRE-FIN. MTL. OVER-
FRAMED ROOF (ABI #1)

NEW PRE-FIN. MTL. OVER-
FRAMED ROOF (ABI #1)

NEW PRE-FIN. MTL. FASCIA 
(ABI #1)

2
A4.1

T.O. WALL V.I.F.
111' - 4"

FLOOR PLAN - LEVEL 1
100' - 0"

1
A5.1

A6.1
5 EXISTINGNEW

A B C
NEW PRE-FIN. MTL. 
OVER-FRAMED ROOF 
(ABI #1)

NEW PRE-FIN. MTL. 
OVER-FRAMED 
ROOF (ABI #1)

T.O. WALL V.I.F.
111' - 4"

FLOOR PLAN - LEVEL 1
100' - 0"

2
A5.1

1234

MASONRY JOINT

PRE-FIN. MTL 
ROOF

PRE-FIN. MTL .GUTTER 
AND DOWNSPOUT

PRE-FIN. MTL .FASCIA

EIFS, COLOR TO 
MATCH EXIST. 
CONSTRUCTION

4" 

12"

2
A4.1

THICKENED EIFS AT 
T.O.WALL TO TIE IN 
EXISTING 
CONSTRUCTION (4" 
SHOWN FOR 
REFERENCE)

EIFS. R-15 CONT. INSUL. 
MIN. (2" SHOWN FOR 
REFERENCE ONLY)

T.O. WALL V.I.F.
111' - 4"

FLOOR PLAN - LEVEL 1
100' - 0"

567

MASONRY JOINT

EXIST.NEW

PORTION OF EXIST. 
SECURITY FENCE 
TO REMAIN

PRE-FIN. MTL 
ROOF

PRE-FIN. MTL .GUTTER 
AND DOWNSPOUT

PRE-FIN. MTL .FASCIA

EXIST. WALL FINISHES TO 
REMAIN. REPAIR AS NEC.

EXPANSION JOINT

EIFS, COLOR TO MATCH 
ADJACENT EXIST. 
CONSTRUCTION

THICKENED EIFS AT 
T.O.WALL TO TIE IN 
EXISTING 
CONSTRUCTION (4" 
SHOWN FOR 
REFERENCE)

EIFS. R-15 CONT. INSUL. 
MIN. (2" SHOWN FOR 
REFERENCE ONLY)

T.O. WALL V.I.F.
111' - 4"

FLOOR PLAN - LEVEL 1
100' - 0"

1
A5.1A B C

MASONRY JOINT

PRE-FIN. MTL 
ROOF

PRE-FIN. MTL .GUTTER 
AND DOWNSPOUT

PRE-FIN. MTL .FASCIA

EXIST. WALL FINISHES TO 
REMAIN. REPAIR AS NEC.

EXPANSION JOINT

EIFS TO MATCH ADJACENT 
EXIST. CONSTRUCTION

THICKENED EIFS AT 
T.O.WALL TO TIE IN 
EXISTING 
CONSTRUCTION (4" 
SHOWN FOR 
REFERENCE)

EIFS. R-15 CONT. INSUL. 
MIN. (2" SHOWN FOR 
REFERENCE ONLY)

T.O. WALL V.I.F.
111' - 4"

FLOOR PLAN - LEVEL 1
100' - 0"

3 4

EXPANSION JOINT PER STRUCT. 
DWGS.

EIFS, COLOR TO MATCH 
ADJACENT EXIST. 
CONSTRUCTION

EXIST. BUILDING 
CONSTRUCTION

EXIST. COLONNADE TO 
REMAIN.
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10'- 8" 21' - 4" 32'

3/32" = 1' - 0"

4' 8' 12'

1/4" = 1' - 0"

8" 1' - 4" 2'

1 1/2" = 1' - 0"

1' 2' 3'

1" = 1' - 0"

1' - 4" 2' - 8" 4'

3/4" = 1' - 0"

2' 4' 6'

1/2" = 1' - 0"

10' - 8" 21' - 4" 32'

3/32" = 1' - 0"

8' 16' 24'

1/8" = 1' - 0"

4' 8' 12'

1/4" = 1' - 0"

2' - 8" 5' - 4" 8'

3/8" = 1' - 0"

10'- 8" 21' - 4" 32'

3/32" = 1' - 0"

4' 8' 12'

1/4" = 1' - 0"

4" 8" 1' - 0"

3" = 1' - 0" A6.1
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 3/32" = 1'-0"
1 OVERALL NORTHEAST ELEVATION

 3/32" = 1'-0"
2 OVERALL NORTHWEST ELEVATION

 1/4" = 1'-0"
3 NORTHEAST ELEV. - CLASSROOM 1 (END ELEV.)

 1/4" = 1'-0"
4 NORTHEAST ELEV. - CLASSROOM 2 (TOWARDS YARD)

 1/4" = 1'-0"
5 NORTHWEST ELEV. - CLASSROOM 1 (TOWARDS PARKING)

 1/4" = 1'-0"
6 SOUTHWEST ELEV. CLASSROOM 1 (FROM COLONADE)

REVISION SCHEDULE

# DESCRIPTION DATE



PT-1

2

1'
 -

 0
"

0
' -

 6
"

3
' -

 0
" 4
' -

 6
"

PT-2

PR-1

T
.O

.S
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K

2
' -

 1
0

"

SINK

SD-1

3
' -

 8
"

PT-1

PR-1

3
3
" 
- 

3
6
"

3
9"

 -
 4

1"
18

" 
M
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.

0' - 6"36" MIN.

3
' -

 4
"

2
' -

 1
0

"

SINK

TOILET

SD-1

MG-1

GB-1

3
' -

 8
"

PT-1

PR-1

3
3
" 
- 

3
6
"

3
9"

 -
 4

1"
18
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M
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39" - 41"

42" MIN.

12" MAX.

TOILET

GB-2

GB-3

GB-1

PT-1

PR-1

2
' -

 8
 1

/2
"

1'
 -

 9
 1

/2
"

2
' -

 6
"

7'
 -

 0
"

1' - 10 3/4"

1' - 0 1/2"

2' - 0"

2
' -

 1
0

 1
/2

"

7'
 -

 0
"

RB-1

MASONRY CONTROL JOINT

PLAM-1

PLAM-2

PT-1 PLAM-1

PLAM-2

7'
 -

 0
"

3
' -

 0
"

2' - 0" 2' - 3" 4' - 6" 1' - 6" 3' - 0" 3' - 0" 3' - 0" 3' - 0" 3' - 0"

`NEW LOCKABLE CASEWORK

MASONRY CONTROL JOINT

PT-1

PLAM-1 PLAM-2

CART NICHE

1

2
' -

 1
0

 1
/2

"

2' - 0" 2' - 0"
2
' -

 8
 1

/2
"

1'
 -

 9
 1

/2
"

2
' -

 6
"

7'
 -

 0
"

RB-1

EXPANSION JOINT 
PER STRUCT. DWGS.

PT-1PT-2

PT-1

PT-2

PLAM-1

PLAM-2

PT-2

5 2

7'
 -

 0
"

2
' -

 6
"

1'
 -

 8
"

T
.O

.S
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K

2
' -

 1
0

"

FILLER2' - 9"2' - 6"3' - 0"2' - 0"2' - 0"3' - 0"3' - 0"

3' - 0"2' - 0"2' - 0"3' - 0"3' - 0"

RB-1

NEW LOCKABLE CASEWORK

MASONRY CONTROL JOINT

PT-1

INTERIOR FINISH LEGEND

ABBREVIATIONS:

ACP ACOUSTIC CEILING PANEL
RB RUBBER BASE
RF RUBBER FLOOR
PT PAINT

CM99 20'

WF 2

WF 4

WF 3
BM99

CPT - 1

Name 101

WF 1

CEILING HEIGHT

BASE MATERIAL

FLOOR MATERIAL

ROOM NAME & 
NUMBER

CEILING MATERIAL

WALL FINISHES

WALL FINISHES: MANU: STYLE/SHEEN: COLOR NUMBER: COLOR NAME: SIZE: INSTALLATION/NOTES:    
PT-1 SHERWIN WILLIAMS SATIN 9137 NIEBLA AZUL N/A 1 COAT PRIMER, 2 COATS PAINT
PT-2 SHERWIN WILLIAMS SEMI-GLOSS 7019 GAUNTLET GRAY N/A 1 COAT PRIMER, 2 COATS PAINT
T-1 CROSSVILLE RETRO ACTIVE - UPS RET08 MECURIAL 12" X 24" OFFSET
T-2 CROSSVILLE RETRO ACTIVE - UPS RET07 LEADEN 6" X 24" OFFSET
PR-1 SCHLUTER 2.3 JOLLY A 80AT ALUMINUM 8 - 5/16 TOP OF WALL TILE

FLOORING FINISHES: MANU: STYLE/SHEEN: COLOR NUMBER: COLOR NAME: SIZE: INSTALLATION/NOTES:
RF-1 TARKETT MINERALITY RUBBER TILE PA8 META 12" X 24" SEE FLOORING PATTERN LAYOUT
RB-1 TARKETT REVEAL 48 GREY WG 4.25" N/A
T-2 CROSSVILLE RETRO ACTIVE - UPS RET07 LEADEN 6" X 24" OFFSET
PR-2 SCHLUTER 1.4 RENO-U A 80AT ALUMINUM 8 - 5/16 RUBBER TO TILE TRANSITION 

CASEWORK FINISHES: MANU: STYLE: COLOR NUMBER: COLOR NAME: SIZE INSTALLATION/NOTES
PLAM-1 WILSONART STANDARD LAMINATE 7946-38 BRAZILWOOD N/A VERTICAL SURFACES
PLAM-2 WILSONART STANDARD LAMINATE 4810-60 TITANIUM EV N/A HORIZONTAL SURFACES
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8' 16' 24'

1/8" = 1' - 0"
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 3/8" = 1'-0"
2 BATHROOM ELEV. 2

 3/8" = 1'-0"
3 BATHROOM ELEV. 3

 3/8" = 1'-0"
4 BATHROOM ELEV. 4

 3/8" = 1'-0"
5 CLASSROOM - ELEVATION 1

 3/8" = 1'-0"
6 CLASSROOM - ELEVATION 2

 3/8" = 1'-0"
7 CLASSROOM - ELEVATION 3

 3/8" = 1'-0"
8 CLASSROOM - ELEVATION 4
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HOLLOW METAL
W/ FULL LIGHT 

A

SEE SCHED.

B

CORRECTIONS 
GRADE 
GLAZING

GLAZING TO 
BE LESS THAN 
1296 SQUARE 

INCHES 

7'
 -

 0
 3

/4
"

3' - 0"

HOLLOW METAL
W/ FULL LIGHT TEMPERED GLASS

1

SEE SCHED.
FOR MAT

2

CORRECTIONS 
GRADE 
GLAZING

0
' -

 4
"

3
' -

 3
"

0
' -

 2
"

3
' -

 3
"

0
' -

 4
"

7'
 -

 0
"

GLAZING 
TO BE 
LESS 
THAN 
1296 

SQUARE 
INCHES 

7'
 -

 4
"

2' - 2" 3' - 0" 2' - 2"

7' - 4"

MASONRY ANCHOR

SCHEDULE
DOOR PER

DOOR 
SILENCER

(MASONRY HEAD) GROUT
HOLLOW METAL FRAME

SOLID

SEALANT EACH 
SIDE OF FRAME

CMU SECURITY WALL- SEE
FLOOR PLAN AND WALL 
TYPES

SEALANT EACH
SIDE OF FRAME

DOOR PER SCHED.

(MASONRY HEAD) GROUT
HOLLOW METAL FRAME

SOLID

DOOR SILENCER

CMU HEADER PER 
STRUCT. DWGS.

CMU SECURITY WALL- SEE
FLOOR PLAN AND WALL 
TYPES

LINE INDICATES 
HOLLOW
METAL SECURITY 
FRAME
JAMB BEYOND

SECURITY GLAZING 
AS SCHEDULED

JAMBS- TYPICAL
DOUBLE STUDS AT ALL

SEALANT

(3) ANCHORS PER  JAMB
GROUT SOLID-PROVIDE
HOLLOW METAL FRAME

TYPICAL 6" STEEL STUD
WALL SHOWN (3 5/8" STEEL
STUD FRAME WALL AT SIM.)

SEALANT

DOOR PER SCHEDULE

DOOR SILENCER

4
 7

/
8
" 
A
T
 S

IM
.

9
 5

/
8
" 
A
T
 S

IM
.

8
 3

/
8
" 
V

E
R

.

0' - 2" TYP.

DOOR PER SCHEDULE

HOLLOW METAL FRAME

DOOR SILENCER

GROUT SOLID

LINE OF H.M. JAMB
BEYOND

5/8" TYPE 'X' GYP. BD.

FRAME WALL AT SIM.)
(3 5/8" STEEL STUD
STUD WALL SHOWN

SEALANT

TYPICAL 6" STEEL

STEEL STUD

BOX HEADER

SEALANT

4 7/8" AT 
SIM.

9 5/8" AT 
SIM.

0
' 
- 

2
" 
T
Y
P
.

8 3/8" VER.

DOOR SCHEDULE

Location PANEL DOOR Rating Operation Hardware Accessories No Exposed
Hardware on
Public Side Comments

Door
Number

Height Width Room Name
Room

Number TYPE MATL. FINISH
TYPE MATERIAL FINISH Hinge Type

Lock
Type

Fire
Rating

STC
Rating

Closer Operator Coordinator
Magnetic

Hold-Open
Exit

Device
Deadlock

Flush
Bolt

Plates
(Push/Pull)

Kick
Plate

Armor
Plate

Edge
Protector

Stops
ADA Push

Button
Door Position

Indicator
Button

Silencers
Acoustical

Seals
Weather

Strip
Smoke
Seals

Door
Sweep

Threshold Mullion Astragal

1 85" 36" CLASSROOM 1 148
1 HM PAINT

A HM PAINT
DETENSION

HINGE
MAG
LOCK

No No No No No No No No No No No Floor Stop No
No

No No No Yes No Yes Fixed Mullion No
SMOKE
ACTIVATED

2 84" 36" BATHROOM 149
2 HM PAINT

B HM PAINT
DETENSION

HINGE
DEAD
BOLT

No No No No No Yes No No No No No Floor Stop No
No

No No No No No No N/A No

3 85" 36" CLASSROOM 2 150
1 HM PAINT

A HM PAINT
DETENSION

HINGE
MAG
LOCK

No No No No No No No No No No No Floor Stop No
No

No No No Yes No Yes Fixed Mullion No
SMOKE
ACTIVATED

4 84" 36" BATHROOM 151
2 HM PAINT

B HM PAINT
DETENSION

HINGE
DEAD
BOLT

No No No No No Yes No No No No No Floor Stop No
No

No No No No No No N/A No

5 84" 30" CLOSET 153
2 HM PAINT

B HM PAINT
DETENSION

HINGE
DEAD
BOLT

No No No No No No No No No No No N/A No
No

No No No No No No N/A No

6 84" 30" CLOSET 152
2 HM PAINT

B HM PAINT
DETENSION

HINGE
DEAD
BOLT

No No No No No No No No No No No N/A No
No

No No No No No No N/A No
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3/4" = 1' - 0"

2' 4' 6'

1/2" = 1' - 0"
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8' 16' 24'

1/8" = 1' - 0"

4' 8' 12'

1/4" = 1' - 0"
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 3/8" = 1'-0"
DOOR PANEL TYPES

 3/8" = 1'-0"
DOOR TRIM TYPES

 3" = 1'-0"
1 CMU WALL - INTERIOR H.M. JAMB DETAIL

 3" = 1'-0"
2 CMU WALL - INTERIOR H.M. HEAD DETAIL

 3" = 1'-0"
3 METAL STUD WALL - INTERIOR H.M. JAMB DETAIL

 3" = 1'-0"
4 METAL STUD WALL - INTERIOR H.M. HEAD DETAIL
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COORDINATE DOOR HARDWARE AND POWER REQUIREMENTS WITH SECURITY CONTRACTORS SELECTED BY OWNER
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REVISION SCHEDULE
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 1/8" = 1'-0"
1 ATTIC PLUMBING PLAN

 1/8" = 1'-0"
2 FOUNDATION PLUMBING PLAN

 1/8" = 1'-0"
6 FOUNDATION PLUMBING PLAN

 1/8" = 1'-0"
5 ATTIC PLUMBING PLAN

 1/4" = 1'-0"
3 PLUMBING FLOOR PLAN

 1/4" = 1'-0"
4 PLUMBING FLOOR PLAN
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REVISION SCHEDULE

# DESCRIPTION DATE

 1/4" = 1'-0"
2 HVAC FLOOR PLAN

 1/4" = 1'-0"
4 HVAC FLOOR PLAN

 1/8" = 1'-0"
1 HVAC ATTIC PLAN

 1/8" = 1'-0"
3 HVAC ATTIC PLAN
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 1/8" = 1'-0"
1 LIGHTING PLAN-SOUTH WING

REVISION SCHEDULE

# DESCRIPTION DATE

 1/8" = 1'-0"
4 POWER PLAN-SOUTH WING

 1/8" = 1'-0"
2 LIGHTING PLAN-NORTH WING

 1/8" = 1'-0"
5 POWER PLAN-NORTH WING

REF
NORTH

REF
NORTH

REF
NORTH

REF
NORTH

 1/8" = 1'-0"
1 LOW VOLTAGE PLAN-NORTH WING

 1/8" = 1'-0"
2 LOW VOLTAGE PLAN-SOUTH WING

REF
NORTH

REF
NORTH
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REVISION SCHEDULE

# DESCRIPTION DATE

 1/8" = 1'-0"
2 PARTIAL MAIN LEVEL POWER & SPECIAL SYSTEMS PLAN

REF
NORTH

 1/8" = 1'-0"
3 SOUTH DEMO PLAN

REF
NORTH

 1/16" = 1'-0"
1 MAIN LEVEL COMPOSITE PLAN

REF
NORTH
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